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Abstract. The selection of buildings for refurbishment is a multi-objective problem and it should be based on integrated 
assessment of the current performance of the buildings. Accurate assessment allows the development of strategies for the 
optimisation of building performance and the selection of appropriate and most efficient refurbishment measures. This 
paper presents a computer-based integrated building performance assessment methodology based on the multiple-criteria 
approach. A case study from the Šiauliai district, Lithuania, illustrates the proposed methodology in use. The assessment 
results indicate what are the worst performing buildings and help with the selection of appropriate refurbishment measures 
and estimation of possible outcomes.
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Introduction
Lithuania has the same energy efficiency goals as the rest 
of the European Union. Major energy efficiency and CO2 
emission savings have to be achieved by 2050. The housing 
sector is the second largest energy consumer in Lithua-
nia, and one with a high saving potential. Certain actions, 
however, must be taken to be able to use this potential. 
Lithuania, as most European countries, experienced a 
post-war construction boom. More than 70% of the resi-
dential buildings in Lithuania were built between 1960 
and 1993. The majority of the buildings are, therefore, in 
bad condition and currently require refurbishment.
Refurbishment is a rather slow process in Lithuania 
that requires technological, social and financial support. 
Financial refurbishment instruments today mostly rely on 
grants and subsidies. This fact of scope, combined with the 
fact that almost all apartment buildings are held by private 
ownership and over 50% of owners have to approve refur-
bishment, encumbers the whole process. Moreover, the re-
furbishment of buildings is co-financed by homeowners; it 
is a long and expensive process that requires transparency. 
To speed up the refurbishment process, accordingly, both 
a careful selection of projects and transparent explanation 
of expected refurbishment results are necessary. The se-
lection of buildings for refurbishment is a multi-objective 
problem and it should be based on integrated assessment 
of the current performance of the buildings. Accurate as-
sessment allows the development of strategies for building 
performance optimisation and the selection of appropriate 
and most efficient refurbishment measures.
The purpose of this paper is to develop computer-
based integrated buildings’ performance assessment meth-
odologies based on a multiple-criteria approach. This pa-
per is organised as follows: Section 1 presents a literature 
review, Section 2 describes a methodology for buildings’ 
performance assessment, Section 3 illustrates the applica-
tion of the proposed methodology in the Šiauliai district 
(Lithuania). Finally, conclusions are presented.
1. Literature review
Every product or process goes through various phases 
or stages in its life. Each stage is composed of a number 
of activities. For industrial products, these stages can be 
broadly defined as material acquisition, product design, 
manufacturing, use and maintenance, and end-of-life. In 
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(Kabak, Köse, Kırılmaz, & Burmaoğlu, 2014), moreover, 
the method is mostly used for environmental assessment 
and mostly for new buildings. For detailed assessment of 
old buildings’ performance technical and functional obso-
lescence criteria must be considered. According to Hopfe, 
Augenbroe, and Hensen (2013), building performance 
assessment is complex, as it has to respond to multiple 
criteria. It, therefore, follows that buildings’ performance 
assessment requires a multidisciplinary and multi-criteria 
approach.
2. Methodology for the assessment of  
apartment building performance
This study focuses on one of the stages of residential build-
ing performance assessment, namely the ‘use and mainte-
nance’ phase. The building performance assessment for 
refurbishment purposes is treated as a multidisciplinary 
problem that requires a multiple criteria approach. This 
approach has been proved as efficient for governmental 
agencies. Kurth, Larkin, Keisler, and Linkov (2017) ana-
lysed trends and applications of multi-criteria decision 
analysis in government agencies. Authors concluded that 
there is an increase in awareness and consideration of 
MCDA from 2000 to the present, and that agencies are 
especially considering and using tools to engage with 
stakeholders.
Alternatives can be assessed using various Multiple 
Criteria Decision Analysis (MCDA) methods such as 
MAUT (Multi-Attribute Utility Theory), AHP (Analytic 
Hierarchy Process), SAW (Simple Additive Weighting), 
COPRAS (Multiple Criteria Proportional Assessment), 
TOPSIS (Technique for Order of Preference by Similarity 
to Ideal Solution), ELECTRE, etc.
An extensive review of the environmental applications 
of MCDA methods was performed by Huang, Keisler, and 
Linkov (2011). The authors identified over 300 papers 
published between 2000 and 2009 reporting on the use 
of MCDA in the environmental field. According to this 
study, MAUT, AHP and ELECTRE were the most com-
mon methods in restoration applications. More recently, 
approximately 3000 papers concerning multi-criteria de-
cision analysis (MCDA) in the environmental field were 
identified by Cegan, Filion, Keisler, and Linkov (2017). 
The results show a linear growth in the share of MCDA 
papers in environmental science across all application ar-
eas. Furthermore, the results reveal that AHP/ANP and 
MAUT/MAVT are the most frequently mentioned MCDA 
methods in the literature.
It has been noted, however, by Huang et al. (2011), that 
MCDA approaches “are somewhat similar enough and the 
differences in the choice of their application may be based 
more on familiarity and available opportunities than solely 
on the merits of the different methods themselves”.
For our case study, presented in Section 3, the CO-
PRAS method was selected. The method was developed 
by scientists from Vilnius Gediminas Technical University 
case of buildings, these stages are more precisely deline-
ated by Bayer, Gamble, Gentry, and Joshi (2010) as mate-
rial manufacturing, design, construction, use and mainte-
nance and end of life (demolition).
Various studies (e.g. Caliskan, 2015; Zhang & Wang, 
2015; Chau, Hui, Ng, & Powell, 2012; Uihlein & Eder, 
2010; Nemry et  al., 2010) dealing with the analysis of 
building life cycle and its constituent parts have been 
performed worldwide. Many of the studies emphasize the 
importance of energy-efficient building refurbishment 
(Nicolae & George-Vlad, 2015; Lasvaux et al., 2015; Ibn-
Mohammed, Greenough, Taylor, Ozawa-Meida, & Ac-
quaye, 2014; Rezaie, Dincer, & Esmailzadeh, 2013, etc.).
The problem of selection of efficient refurbishment 
measures and scenarios was discussed by many authors 
from different countries, i.e. Kragh and Rose (2011) per-
formed research on housing renovation in Denmark; 
Ouyang, Wang, Li, and Hokao (2011) in China; Brown, 
Malmqvist, Bai, and Molinari (2013) in Sweden; Baek, 
and Park (2012) in France, Germany, Denmark and Swe-
den; Mahapatra et al. (2013), Mlecnik et al. (2012) in the 
Nordic countries; Galvin (2012) in Germany; Ciulla, Lo 
Brano, and Orioli (2010) and Cellura et al. (2011) in It-
aly; Kanapeckienė, Kaklauskas, Zavadskas, and Raslanas 
(2011), Biekša, Šiupšinskas, Martinaitis, and Jaraminienė 
(2011), Kaklauskas, Tupenaitė, Kanapeckienė, and 
Naimavičienė (2013) in Lithuania.
Many decision support systems (DSS) for the refur-
bishment purposes have been developed worldwide: Kak-
lauskas et al. (2015) proposed multiple criteria DSS of the 
life cycle of the built environment; Juan, Kim, Roper, and 
Castro-Lacouture (2009) Genetic algorithm-based deci-
sion support system for housing condition assessment and 
refurbishment strategies; Ochoa and Capeluto (2015)  – 
an adaptable energy retrofit façade system for residential 
buildings; Uzomah, Scholz, and Almuktar (2014) – an 
expert tool for different professions based on estimated 
ecosystem variables for retrofitting of drainage system; 
Di Sivo and Ladiana (2011) – decision-support tools for 
municipal infrastructure maintenance management, etc.
An analysis of the aforementioned methodologies and 
decision support systems reveals that most of the authors 
usually focus on the estimation of refurbishment scenarios 
and measures. Achievement of energy efficient refurbish-
ment results, however, directly depends on the initial con-
dition and performance of the building.
Classification and certification of buildings differ from 
one country to another in accordance with national con-
ditions and requirements. The sensitivity of methods and 
independence of indicators are progressively ensured with 
continuous modification and specification of methods and 
tools (Vilcekova & Kridlova Burdova, 2014). The most 
commonly used building performance assessment method 
currently used in Europe is the Building Research Estab-
lishment Environmental Assessment Method (BREEAM). 
However, BREEAM requires a lot of detailed information 
to be implemented, and the procedure is fairly complicated 
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Zavadskas and Kaklauskas in 1996. This method assumes 
direct and proportional dependence of significance and 
priority of investigated alternatives on a system of attri-
butes. According to studies by Chatterjee, Athawale, and 
Chakraborty (2011), Zavadskas, Turskis, and Kildienė 
(2014), it is a rapidly developed method applied to real-
life problem solving. Moreover, COPRAS was proved to 
be efficient for various refurbishment problems’ solu-
tions (Kaklauskas, Zavadskas, & Raslanas, 2005; Kak-
lauskas et al., 2006; Kaklauskas, Zavadskas, & Galinienė, 
2008; Zavadskas & Antuchevičienė, 2007; Banaitienė, Ba-
naitis, Kaklauskas, & Zavadskas, 2008; Tupėnaitė, 2010; 
Tupėnaitė, Zavadskas, Kaklauskas, Turskis, & Seniut, 2010; 
Medineckienė & Björk, 2011; Šiožinytė, Antuchevičienė, & 
Kutut, 2014; Rasiulis, Ustinovichius, Vilutienė, & Popov, 
2016, etc.).
The methodology for the assessment of apartment 
building performance proposed by the authors is based 
on COPRAS and consists of eight interrelated stages (see 
Figure 1).
Stage 1. Development of initial decision-making ma-
trix P:
                   
1 11 12 1




m m m mn
x x x x
x x x x
P
x x x x
  
  
  =   
      


    

; 1,i m= ; 1,j n= ,  (1)
where: aj – alternative; xi – attribute; n – number of con-
sidered apartment buildings’ alternatives; m – number of 
assessed performance attributes; xij – the attribute value 
of the jth alternative.
Stage 2. Determination of the significances of attrib-
utes (qi) by experts. It is recommended to perform the 
survey of at least 10 experts. Sum of significances must be 













where: si – estimated significance of the ith attribute; r – 
number of experts.
Stage 3. The weighted normalized decision-making 
matrix P̂  is constructed. The purpose of this stage is to 
receive dimensionless weighted values of the attributes. 
All attributes, originally having different dimensions, can 
be compared when their dimensionless values are known. 
The following equation is used:
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where: n – number of alternatives; m – number of attrib-
utes; xij – the attribute value of the jth alternative; qi – sig-
nificance (weight) of the ith attribute.
The sum of dimensionless weighted index values ˆijx  
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6. Ranking of alternatives and distinguisment of the worst performing buildings  
4. Calculation of the sums of weighted normalized indexes S–j and S+j  
3. Calculation of the weighted normalized matrix  
2. Determining signicances of attributes qi  
5. Determination signicance (eciency) Qj of comparative alternatives 
7. Selection of refurbishment measures  
8. Assessment of refurbishment results  
1. Development of initial decision-making matrix P  
P̂
Figure 1. Multiple criteria assessment of buildings’ performance based on COPRAS method
a1 a2 …	 an
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In other words, the value of significance qi of the in-
vestigated attribute is proportionally distributed among all 
alternative versions aj according to their values xij.
Stage 4. The sums of weighted normalized indexes de-
scribing the jth alternative are calculated. The options are 
described by minimizing attributes S–j and maximizing 
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In this case, the values S+j (the greater is this value, the 
better is performance of the building) and S–j (the lower 
is this value, the worse is performance of the building) 
express the general condition of each building alternative. 
In any case the sums of “pluses” S+j and “minuses” S–j of 
all alternative buildings are always respectively equal to 
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In this way, the calculations made may be additionally 
checked.
Stage 5. The significance (efficiency) of comparative al-
ternatives is determined on the basis of describing positive 
(pluses) and negative (minuses) characteristics. Relative 
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Stage 6. Determining the priority order of buildings’ 
alternatives. The greater the Qj, the higher is the efficiency 
of an alternative and vice versa.
In order to visually assess alternative efficiency, the 
utility degree Nj can be calculated. The degree of utility 
is determined by comparing the analyzed alternative with 
the most efficient alternative. In this case, all the utility 
degree values related to the analyzed alternative will be 






= ⋅ . (8)
Calculated degree of utility allows distinguishing 
buildings’ alternatives that perform worst. In order to 
achieve the highest refurbishment results worst perform-
ing alternatives are in priority order for refurbishment.
Stage 7. Analysis of worst performing buildings’ char-
acteristics is performed and corresponding refurbishment 
measures are selected.
Stage 8. Predictive calculations of potential energy sav-
ings and reduction of greenhouse gas (GHG) emissions.
The proposed model is based on the COPRAS method 
and may have accuracy limitations that are particular to 
the MCDA methods.
The authors of this paper study the assessment of 
building performance attribute values; the selection of 
buildings to be refurbished, thus, depends on the accuracy 
of measurements. If the measurements are not accurate, 
the result produced will not be accurate either. An impor-
tant step in many environmental applications of MCDA 
is, therefore, to perform a sensitivity analysis of the in-
put data (Linkov & Moberg, 2012). Saltelli et  al. (2008) 
proposed the following definition of sensitivity analysis: 
“The study of how uncertainty in the output of a model 
(numerical or otherwise) can be apportioned to different 
sources of uncertainty in the model input”.
To assess the robustness of the alternatives, the Monte 
Carlo method is applied. This method is commonly used in 
the modelling of physical and mathematical systems, when 
a deterministic algorithm cannot produce accurate results.
A look at studies by other researchers who applied the 
Monte Carlo method reveals that uniform and normal dis-
tributions are the most common in data generation (Saka-
lauskas & Žilinskas, 2006; Mun, 2006). Thus data variance 
according to the uniform distribution law X ~ U(a,b) and 
the normal distribution law X ~ N(μ, σ) is researched.
The sensitivity analysis can be performed using the 
proposed algorithm (see Figure 2).
Figure 2. Algorithm for sensitivity analysis
1. Development of the initial matrix 
2. Selection of distribution(s) 
3. Determination of parameters 
4. Assessment of alternatives 
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The sensitivity analysis comprises of the following 
steps:
1) Based on the decision model developed by the au-
thors, a decision matrix is created. The matrix re-
flects the practical results of the evaluations and 
contains the attribute significances and attribute 
values of the alternatives (buildings);
2) The distribution to generate the attribute values of 
the alternatives is selected;
3) The initial parameters (the number of matrixes to 
be generated, the range of random variables or the 
average deviation) are determined;
4) The alternatives are ranked by priority in each case 
by using the COPRAS method;
5) Verification whether the number of simulations is 
sufficient to produce reliable results;
6) Conclusions on the sensitivity. If the model and cal-
culation results are accurate enough (the sensitivity 
is low), the results can be used in the next step – the 
selection of the refurbishment measures.
3. Case study
3.1. Background
The first step in preparing for refurbishment is the inte-
grated assessment of the current condition of the build-
ings. As discussed previously, integrated assessment must 
be based on a comprehensive system of criteria.
For our assessment task, five different properties (apart-
ment buildings) were selected, all in Šiauliai district, Lithu-
ania. The Šiauliai is the fourth largest city in Lithuania. Dur-
ing WWII a significant part of the city was destroyed and 
the majority of the buildings were re-built during the Soviet 
times. These buildings are currently still in use but are en-
ergy inefficient and do no longer meet other requirements. 
Therefore, it is important to make proper decisions which 
of the buildings need refurbishment first.
In Šiauliai, the refurbishment concept is focused on 
the building stock with very low energy efficiency and 
poor structural conditions. The description of the five al-
ternative buildings is provided in Table 1.
Table 1. Description of alternatives
Alternative General characteristics
A1. Daugėlių st. 65, Kuršėnai  – Wall materials: a combination of bricks and concrete slabs.
 – Five storeys, 45 apartments, built in 1980.
 – Building energy class – D, certificate KG-0102-0457 issued on 30/06/2014.
 – According to the records of the Centre of Registers, the replacement 
value of the building is €87,195.00.
 – Useful floor area is 2,460.87 m2, but the heated area is 2,704.47 m2.
A2. L. Ivinskio st. 7, Kuršėnai  – Wall materials: bricks.
 – Four storeys, 20 apartments, built in 1985.
 – Building energy class – D, certificate KG-0102-0458 issued on 30/06/2014.
 – According to the records of the Centre of Registers, the replacement 
value of the building is €71,597.00.
 – Useful floor area is 1,048.01 m2, but the heated area is 1,144.81 m2.
A3. J. Basanavičiaus st. 3, Kuršėnai  – Wall materials: bricks.
 – Two storeys, 7 apartments, built in 1959.
 – Building energy class – D, certificate KG-0456-0214 issued on 27/06/2014.
 – According to the records of the Centre of Registers, the replacement 
value of the building is €21,572.00.
 – Useful floor area is 348.14 m2, but the heated area is 651.64 m2.
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In order to assess the condition of the five alternative 
buildings, a system of criteria was developed in line with 
the Preparation Procedure for Renovation (Modernization) 
Projects approved by the Minister of the Environment of 
the Republic of Lithuania (2009).
The following criteria were applied in the assessment: 
the replacement value, year of construction, the energy 
performance class, the heat demand per square meter of 
useful floor area, greenhouse gas emissions and the physi-
cal and technical condition of structures and utilities (fa-
çade walls, foundations and perimeter walks, roofs, win-
dows and balcony doors, balcony load-bearing structures, 
basement ceiling structures, windows and entrance doors 
in stairways and other common areas, heating systems, hot 
water supply systems, cold water supply systems, sewerage 
systems, ventilation systems and power supply systems).
Ten experts from Vilnius Gediminas Technical Univer-
sity, two professors and eight associate professors, all with 
PhDs in technological sciences (civil engineering), were 
surveyed to determine the criteria weights. The experts 
were briefed and had to complete a questionnaire assess-
ing each criterion on a 10-point scale, where 10 means 
a very important criterion and 1 means an insignificant 
criterion. Table 2 lists the estimated weights of the criteria.
The physical and technical conditions of structures 
and utilities were assessed on a four-points scale, with 4 
for good condition, 3 for satisfactory condition, 2 for bad 
condition (needs repairs in the next couple of years), and 
1 for poor condition (needs immediate repairs  – threat 
to human lives or likely hefty economic loss caused by 
further damage to the building). The methodology rec-
ommended in the Preparation Procedure for Renovation 
(Modernization) Projects approved by the Minister of the 
Environment of the Republic of Lithuania (2009) was used 
for assessment purposes.
As part of the assessment of the physical and technical 
condition of their structures and utilities, all alternatives 
were compared. Alternative 1 and Alternative 4 were con-
structed from reinforced concrete slabs and bricks. The 
façade walls display damage with spots of crumbled off 
finish, vertical splits, cracks and damage to load-bearing 
masonry structures. Alternatives 2, 3 and 5 have masonry 
wall structures as well. All buildings have issues with walls 
regularly getting wet because of bad rainwater drainage or 
exposure to wind and precipitation. This leads to uneven, 
patchy appearance with the surface layer showing signs 
of failure and cracks. In all blocks of flats, the thermal 
resistance of the walls is outside the norms. If we look at 
the condition of the foundations and perimeter walks, all 
alternatives have strip foundations with perimeter walks 
in bad repair (cracked, missing in places) and visible gaps 
between the perimeter walk and the foundation. Bad rain-
water drainage means that the foundations are constantly 
exposed to moisture, which is a threat to the load carry-
ing capacity of the building. Alternatives 3–5 have patches 
with plaster crumbled off on their bases.
All alternatives assessed have flat roofs with bitumen 
roofing, the only exception being the block of flats at 
Daugėlių st. 65 (Alternative 3) which has a slanting roof 
covered with asbestos cement corrugated sheets. The flat 
roofs have random air pockets on their roofing and no 
extra layer of thermal insulation, damaged structure of 
the roof vent pipes, and signs of corrosion on the metal 
parapet capping, which is of bad quality. The thermal 
Alternative General characteristics
A4. Daugėlių st. 63, Kuršėnai  – Wall materials: bricks.
 – Five storeys, 44 apartments, built in 1980.
 – Building energy class – D, certificate KG-0102-0456 issued on 27/06/2014.
 – According to the records of the Centre of Registers, the replacement 
value of the building is €84,299.00.
 – Useful floor area is 2,303.41 m2, but the heated area is 2,551.93 m2.
A5. Jaunimo st. 4, Kuršėnai  – Wall materials: bricks.
 – Three storeys, 24 apartments, built in 1972.
 – Building energy class – E, certificate KG-0456-0213 issued on 27/06/2014.
 – According to the records of the Centre of Registers, the replacement 
value of the building is €39,099.00.
 – Useful floor area is 2,990.80 m2, but the heated area is 1,070.78 m2.
End of Table 1
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resistance of all flat roofs is outside the norms. The cap-
ping of the slanting roof is also corroded in places and the 
structure of the roof vent pipes is damaged due to badly 
installed capping. Alternatives 3 and 5 have external rain-
water drainage systems with corroded gutters.
The analysis of the condition of windows and balcony 
doors shows that in all blocks of flats the majority of win-
dows were replaced with multi-chambered PVC profiles; 
they are in good condition. Those old wooden windows 
and balcony doors that remain are in bad condition with 
their thermal resistance outside the norms. If we take a 
look at the load-bearing structures of the balconies, in 
the first block of flats the structures are in critical con-
dition. The load-bearing structures of the balconies are 
weathered, corroded and with their cladding crumbled off. 
The second block of flats, in contrast, displays no criti-
cal deformations, but the balcony railings are obsolete 
and show physical wear. The balconies in the third and 
the fifth building are of an open type with no critical de-
formations visible. In the fourth building, the majority of 
the balconies have been fully glazed in a chaotic manner, 
creating an ugly overall look of the façade. Old wooden 
profiles and PVC profiles dominate, but no critical defor-
mations are visible.
In all alternatives assessed, the reinforced concrete 
basement ceilings have no thermal insulation and their 
heat transfer coefficient is outside the norms. None of the 
basements has heating. The windows and entrance doors 
in the stairways and other common areas are of similar 
condition in all blocks of flats. The majority of windows 
in the stairways and doors in the common areas are old 
and wooden and in bad condition. The infiltration of cold 
outdoor air into heated stairways is a cause of heat loss. 
Some windows and doors, though, have already been re-
placed with new ones. The situation is similar with base-
ment windows and doors: some basement windows and 
doors have already been replaced, but those old wooden 
windows and doors that remain are of poor quality and 
their thermal resistance is outside the norms.
Analysis of the heating systems shows that all blocks 
of flats are connected to the district heating network and 
have heating systems with two-stage plate heat exchangers 
for hot water supply, and one-pipe heat supply systems 
with bottom distribution and automatic control. In all 
blocks of flats, the majority of the main pipes are dam-
aged by corrosion. In Alternatives 1, 4 and 5, the insula-
tion is poor – a cause of major heat loss. In Alternative 2, 
mixed thermal insulation has been installed. In Alterna-
tive 3, the pipelines have been insulated with new thermal 




1 2 3 4 5 6 7 8 9 10
Replacement value of the house 9 6 10 6 7 6 5 8 5 8 70 0.054432
Year of construction 7 8 10 10 5 8 6 8 10 9 81 0.062986
Energy efficiency class 6 8 10 10 3 10 4 10 9 9 79 0.061431
Heat energy consumption per sq. m. of useful 
area
6 4 10 10 8 8 3 9 10 9 77 0.059876
Greenhouse gas (GHG) emissions 1 2 9 7 4 6 9 10 8 8 64 0.049767
Condition of foundations and pavement 7 7 9 8 5 7 8 10 10 9 80 0.062208
Condition of façade walls 7 9 8 8 5 8 5 10 8 9 77 0.059876
Condition of roof 7 7 10 7 7 8 6 10 9 7 78 0.060653
Condition of windows and balcony doors in 
apartments
5 6 10 6 8 8 6 10 5 6 70 0.054432
Condition of balconies and loggias structures 7 5 10 9 5 7 7 10 10 6 76 0.059098
Condition of the basement slab 5 7 8 7 6 5 7 9 9 9 72 0.055988
Condition of windows and exterior entrance 
doors in hallways and other common areas
4 7 8 6 8 5 3 8 8 5 62 0.048212
Condition of heating system 7 8 10 8 7 7 9 10 10 9 85 0.066096
Condition of cold and hot water supply 
engineering system
4 8 10 8 6 7 9 10 10 7 79 0.061431
Condition of sewage disposal engineering 
system
5 7 10 8 7 7 9 10 10 7 80 0.062208
Condition of ventilation system 5 7 9 8 3 10 9 9 9 7 76 0.059098
Condition of general electrical engineering 
system
5 7 10 9 6 7 9 10 10 7 80 0.062208
1286 1
Note: * – calculated according to Equation (2)
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insulation. Alternatives 3 and 4 have outdoor temperature 
sensors installed. A comparison of the condition of the 
cut-off fittings of the heating systems shows that they have 
recently been replaced in Alternative 2 and work prop-
erly. Only some have been replaced in Alternative 3, while 
the heating systems in Alternatives 4 and 5 have old and 
corroded cut-off fittings. In Alternative 1, the majority of 
the cut-off fittings do not work. Of note is the fact that 
Alternatives 3, 4 and 5 have unbalanced systems, which 
prevents their functioning well.
All blocks of flats use their heating systems and plate 
heat exchangers for hot water supply, except for Alternative 
5, where individual boilers supply hot water. In all blocks 
of flats with plate heat exchangers, the system’s pipes are 
damaged by corrosion and have bad or damaged insulation. 
Only in Alternative 2 some of the pipes have been replaced 
with new PVC pipes and in Alternative 3 some of the pipes 
have been insulated with new thermal insulation.
The comparison of the cold water supply systems 
shows that all blocks of flats get cold water from the cen-
tralised water supply system. In Alternatives 1 and 4, the 
system’s pipes are damaged by corrosion. In Alternative 2 
some of the pipes have been replaced with new PVC pipes, 
while in Alternatives 3 and 5 all main pipes were replaced 
with PVC pipes. In Alternative 3, however, they have no 
insulation, while in Alternative 5 they have foam wrap for 
insulation. Some of the cut-off fittings have been replaced 
in Alternative 3, and all have been replaced with new ones 
in Alternative 5. In Alternative 4, the cut-off fittings are 
old and corroded, which prevents their functioning well.
In all blocks of flats the sewerage systems use cast iron 
pipes, which are leaky. The build-up of deposits reduced 
the diameter of the pipes and that affects their capacity. In 
Alternatives 1, 2 and 4, some of the sewer pipes have been 
replaced with new PVC pipes.
All blocks of flats use natural ventilation: air flows in 
through windows and doors and flows out through verti-
cal ventilation ducts. The air change in indoor spaces is, 
however, insufficient.
If we compare the power supply systems, all blocks of 
flats have the electrical wiring with aluminium wires in 
their common areas. In Alternative 1 and 2, the power 
distribution boards are in poor condition; new automatic 
stairway lighting has been installed in Alternative 5.
3.2. Multiple criteria assessment of  
buildings’ performance
With all the initial data and attributes’ significances 
and values available, a computer-aided system, based 
on COPRAS method, was developed. It is available at: 
http://iti.vgtu.lt/ilearning/daugkrit.aspx?sistemid=771.
The qualitative and quantitative description of alterna-
tives according to selected attributes is provided in Table 3.
Results of multiple criteria evaluation of buildings’ alter-
natives are provided in Table 4. Analysis revealed that the 
best performing is Alternative 2 (L. Ivinskio st. 7, Kuršėnai) 
and the worst performing are Alternative 5 (Jaunimo st. 4, 
Kuršėnai) and Alternative 1 (Daugėlių st. 65, Kuršėnai). The 
worst performing buildings shall be renovated.
Table 3. Qualitative and quantitative description of the alternatives
Quantitative and qualitative information pertinent to alternatives

























Replacement value of 
the house
+ EUR/m2 0.0544 3224 6254 3310 3303 3651
Year of construction + Year 0.0630 1980 1985 1959 1980 1972
Energy efficiency class + Points 0.0614 4 4 4 4 3
Heat energy 




0.0599 15974 16575 27671 16759 18844
Greenhouse gas (GHG) 
emissions
– CO2 eq. per 
year




+ Points 0.0622 2 2 2 2 2
Condition of façade 
walls
+ Points 0.0599 2 2 2 2 2
Condition of roof + Points 0.0607 2 2 2 2 2
Condition of balconies 
and loggias structures
+ Points 0.0591 2 2 3 3 3
Condition of the 
basement slab
+ Points 0.0560 2 2 2 2 2
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Quantitative and qualitative information pertinent to alternatives

























Condition of windows 
and exterior entrance 
doors in hallways and 
other common areas
+ Points 0.0482 2 2 3 3 2
Condition of heating 
system
+ Points 0.066 3 3 3 3 3
Condition of cold 
and hot water supply 
engineering system
+ Points 0.0614 2 2 3 3 3
Condition of sewage 
disposal engineering 
system
+ Points 0.0622 2 2 3 3 3
Condition of ventilation 
system
+ Points 0.0591 2 2 3 3 3
Condition of general 
electrical engineering 
system
+ Points 0.0622 2 2 3 3 3
Condition of windows 
and balcony doors in 
apartments
+ Points 0.0544 3 3 3 3 2
Note: *The sign + (–) indicates that a greater (lesser) criterion value corresponds to a greater (lesser) significance for stakeholders
End of Table 3
Quantitative and qualitative information pertinent to alternatives

























Replacement value of the 
house
+ EUR/m2 0.0544 0.0089 0.0172 0.0091 0.0091 0.0101
Year of construction + Year 0.0630 0.0126 0.0127 0.0125 0.0126 0.0126
Energy efficiency class + Points 0.0614 0.0129 0.0129 0.0129 0.0129 0.0097
Heat energy consumption 
per sq. m. of useful area
– kWh/m2 
per year
0.0599 0.01 0.0104 0.0173 0.0105 0.0118
Greenhouse gas (GHG) 
emissions
– CO2 eq. per 
year
0.0498 0.0023 0.0013 0.0102 0.021 0.015
Condition of foundations 
and pavement
+ Points 0.0622 0.0124 0.0124 0.0124 0.0124 0.0124
Condition of façade walls + Points 0.0599 0.012 0.012 0.012 0.012 0.012
Condition of roof + Points 0.0607 0.0121 0.0121 0.0121 0.0121 0.0121
Condition of balconies 
and loggias structures
+ Points 0.0591 0.0091 0.0091 0.0136 0.0136 0.0136
Condition of the 
basement slab
+ Points 0.0560 0.0112 0.0112 0.0112 0.0112 0.0112
Condition of windows 
and exterior entrance 
doors in hallways and 
other common areas
+ Points 0.0482 0.008 0.008 0.0121 0.0121 0.008
Table 4. Results of the multiple criteria evaluation of alternatives
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Quantitative and qualitative information pertinent to alternatives

























Condition of heating 
system
+ Points 0.066 0.0132 0.0132 0.0132 0.0132 0.0132
Condition of cold and hot 
water supply engineering 
system
+ Points 0.0614 0.0095 0.0095 0.0142 0.0142 0.0142
Condition of sewage 
disposal engineering 
system
+ Points 0.0622 0.0096 0.0096 0.0144 0.0144 0.0144
Condition of ventilation 
system
+ Points 0.0591 0.0091 0.0091 0.0136 0.0136 0.0136
Condition of general 
electrical engineering 
system
+ Points 0.0622 0.0096 0.0096 0.0144 0.0144 0.0144
Condition of windows 
and balcony doors in 
apartments
+ Points 0.0544 0.0117 0.0117 0.0117 0.0117 0.0078
Sums of weighted, normalized, maximizing alternative 
indices (project “pluses”)
0.1619 0.1703 0.1894 0.1895 0.1793
Sums of weighted, normalized, maximizing alternative 
indices (project “minuses”)
0.0123 0.0117 0.0275 0.0315 0.0268
Significance of the alternative 0.1947 0.2048 0.2041 0.2023 0.1944
Priority of the alternative 4 1 2 3 5
Utility degree of the alternative (%) 95.08% 100% 99.65% 98.79% 94.91%
Note: *The sign + (–) indicates that a greater (lesser) criterion value corresponds to a greater (lesser) significance for stakeholders
End of Table 4
3.3. Sensitivity analysis
The sensitivity of the five alternatives (buildings) was ana-
lysed using an algorithm presented in Figure 2. Table  4 
presents the initial decision matrix. Based on the param-
eters included in the matrix, random values uniformly dis-
tributed in the interval xij ± λ% ( 1.5, 1.5, 1.17i jλ = = = ) 
were generated and the calculations according to the CO-
PRAS method were repeated 30 times. Table 5 summarises 
the calculation results.
Table 5. Sensitivity assessment according to  
uniform distribution law
Alternatives A1 A2 A3 A4 A5
Initial ranks 4 1 2 3 5
± λ% Compliance with the initial assessment %
1% 97 100 100 100 97
2% 83 97 97 100 83
3% 80 93 93 100 80
4% 73 80 80 100 73
5% 63 80 80 100 63
The sensitivity analysis according to the normal dis-
tribution law μ=xij was then performed; random values 
under the condition Ϭ	 = λ%( 1.5, 1.5, 1.17i jλ = = = ) were 
generated. In each deviation interval, 30 results were gen-
erated and calculations repeated. Table 6 summarises the 
calculation results.
The results of the sensitivity analysis suggest that the 
sensitivity of the results is, in both cases, rather low, with 
a small amount of random values. According to the model 
Table 6. Sensitivity assessment according to  
normal distribution law
Alternatives A1 A2 A3 A4 A5
Initial ranks 4 1 2 3 5
± λ% Compliance with the initial assessment %
1% 93 100 100 100 93
2% 60 87 87 100 60
3% 43 83 80 93 43
4% 73 57 47 83 73
5% 57 60 57 93 57
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developed by the authors, the uniform distribution pro-
duces more sensitive results than the normal distribution.
Taking into account the specifics of the task, the nor-
mal distribution is a better option (the buildings to be re-
furbished were built in a similar period, similar materials 
and technologies were used). In this case, a higher sensi-
tivity of the results to value changes provides better pos-
sibilities to carry out assessments of alternative projects 
when the differences of attribute values are minor.
3.4. Selection of refurbishment measures and 
prediction of results
Alternative 5 (Jaunimo st. 4, Kuršėnai). In view of the cur-
rent performance level of the building and looking at its 
energy efficiency, refurbishment measures were recom-
mended. They are outlined in Table 7.
Predicted outcomes of refurbishment on energy efficiency 
are provided in Table 8 and GHG reduction in Table 9. It can 
be observed that energy efficiency savings can reach 62.92% 
and GHG emissions can be reduced by 51.27 tons per year.
Table 7. Proposed refurbishment measures for Alternative 5
No. Measure Technology and parameters Quantities
1. Insulation and improvement 
of the façade walls (including 
the cap)
Insulation of the external walls with polystyrene 
foam, a rendered façade. Finished with silicon or 
silicate silicone plaster, paint containing anti-mould 
additives. Insulation of the cap by embedding a heat 
insulating layer (1.2 m deep) and waterproofing 
layer, with finishing.
Paving restoration around the building.
Repair of the balcony floor slabs, reinforcement, 
replacement of corroded railing elements.
Heat transfer coefficient for the walls and the cap  
U ≤ 0.20 (W/m2K).
Number of renovated balconies: 16
Insulated walls and embrasures: 
1092.80 m2
Insulated cap: 177.17 m2
2. Insulation and improvement of 
the roof
Insulation of the roof, new roof covering. Roof heat 
transfer coefficient U ≤ 0.16 (W/m2K). Tin coating 
for parapets and ventilation pipes. Restoration of the 
lightning security system.
Restored rainwater system: 193.55 m
Replaced roof covering: 406.56 m2
3. Replacement of windows and doors
3.1. Replacement of the windows 
and balcony doors (in the 
apartments)
Replacement of the apartment windows and balcony 
doors with new triple-glazed windows, at least one 
selective glass. Insulation of the entire window 
perimeter with a special sealing tape. Installation of 
new sills, finishing of embrasures.
Heat transfer coefficient for the windows  
U ≤ 1.3 (W/ m2K).
Number of replaced windows: 26
Area: 68.85 m2
3.2. Replacement of the windows 
(in the landings)
Replacement of the old windows with new openable 
PVC windows, with finishing. Heat transfer 
coefficient for the windows U ≤ 1.3 (W/ m2K).
Number of replaced windows: 20
Area: 25.60 m2
3.3. Replacement of the windows 
(in the cellar)
Replacement of the cellar windows with new, 
reinforced glass windows. Heat transfer coefficient 
for the windows U ≤ 1.3 (W/ m2K).
Number of replaced windows: 9
Area: 4.41 m2
3.4. Replacement of the external 
doors
Replacement of the external doors with new 
hermetic ones. Heat transfer coefficient  
U ≤ 1.6 (W/m2K).
Number of replaced doors: 2
Area: 5.06 m2
4. Cleaning of the ventilation and 
recuperation systems
Cleaning and disinfection of the ventilation ducts, 
ventilation pipes raised higher.
Number of apartments: 24
5. Modernisation of the heating system (including water heating)
5.1. Installation of balancing valves 
on the racks
Installation of automatic balancing valves and 
isolation valves with the draining function on the 
heating racks. Mounting of the devices on the 
balancing valves for temperature control in the 
reversible racks.
Number of balancing valves: 20
5.2. Insulation of the pipes Insulation of the heating system trunk pipelines by 
wool shells with foil.
Length of insulated pipelines:  
220.80 m
5.3. Installation of sensors and 
devices for individual heat 
accounting
Mounting of high-capacity two-way thermostatic 
valves in the apartments, close to the radiators. 
Factory-limited temperature range: 16–28°C. 
Installation of rim narrowing. Removal of the old 
regulatory mechanisms in tees, changing to new 
(standard) tees.
Number of thermostatic valves: 84
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Building energy performance class Class E C
Computational home heating energy consumption for space 
heating, including by energy-saving measures:
kWh/m2/year 326.57 121.08
– Heat loss through the walls of the building 85.01 13.39
– Heat loss through the roof of the building 28.62 5.39
– Heat loss through the building’s ceilings above unheated 
basements and cellars
10.93 10.93
– Heat loss through the walls bordering the ground 0.00 0.00
– Heat loss through the windows of the building 48.75 37.91
– Heat loss through the building’s thermal bridges 51.92 22.86
– The energy consumption of the building ventilation 24.04 24.04
Computational thermal energy cost savings compared to the 
current situation data*
percentage – 62.92
GHG (CO2 eq.) reduction tons/year – 51.27
Note: * – Calculated savings are counted on the basis of regulation STR 2.01.09: 2012 “Energy performance of buildings. The energy performance 
certification” and from real may vary by about 25%
Table 9. Reduction of greenhouse gas (GHG) emissions (CO2 eq.) for Alternative 5*
The annual thermal energy consumption MWh/year (A) 220.04
Emission factor value t CO2 eq./MWh (B) 0.233
The annual reduction of GHG emissions t CO2 eq. /year (C) = (A) x (B) 51.27
Project assessment period years (D) 25.00
Total reduction of GHG emissions t CO2 eq. (E) = (C) x (D) 1281.71
Note: * – The calculations follow the Greenhouse Gas Emissions Reduction Assessment Methodology under the Climate Change Special Programme 
(2014). When the heat is supplied centrally, the emission factor value equals 0.233 tonnes CO2eqv/MWh. According to the methodology, the “embodied 
energy” and related embodied “environmental impact” of the new/added components (e.g. new windows, external insulation) and the required GHG-
emissions from manufacturing are not estimated due to the lack of data.
Alternative 1 (Daugėlių st. 65, Kuršėnai). In view of the 
current performance level of the building and looking at 
its energy efficiency, refurbishment measures were recom-
mended. They are outlined in Table 10.
Predicted outcomes of refurbishment on energy effi-
ciency are provided in Table  11 and GHG reduction in 
Table 12. It can be observed that energy efficiency savings 
can reach 64.76% and GHG emissions can be reduced by 
77.83 tons per year.
Table 10. Proposed refurbishment measures for Alternative 1
No. Measure Technology and parameters Quantities
1. Insulation and improvement 
of the façade walls 
(including the cap)
Insulation of the external walls with polystyrene foam, 
cladding with decorative panels. Insulation of the cap by 
embedding a heat insulating layer  
(1.2 m deep) and waterproofing layer, with finishing. 
Insulation of the pavement, paving restoration around the 
building.
Minor repair of the balconies, the reinforcement of their 
structures.
Heat transfer coefficient for the walls and the cap  
U ≤ 0.20 (W/m2K).
Number of renovated balconies: 
45
Insulated walls and embrasures: 
2,785.57 m2
Insulated cap: 399.88 m2
2. Insulation and improvement 
of the roof
Insulation of the roof, new roof covering. Roof heat 
transfer coefficient U ≤ 0.16 (W/m2K). Tin coating for 
parapets and ventilation pipes. Restoration of the lightning 
security system.
Replaced roof covering: 748.48 
m2
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No. Measure Technology and parameters Quantities
3. Replacement of windows and doors
3.1. Replacement of the 
windows and balcony doors 
(in the apartments)
Replacement of the apartment windows and balcony doors 
with new triple-glazed windows, at least one selective glass. 
Insulation of the entire window perimeter with a special 
sealing tape. Installation of new sills, finishing of embrasures.
Heat transfer coefficient for the windows U ≤ 1.3 (W/ m2K).
Number of replaced windows: 46
Area: 98.66 m2
3.2. Replacement of the 
windows (in the landings)
Replacement of the old windows with new openable PVC 
windows, with finishing. Heat transfer coefficient for the 
windows U ≤ 1.3 (W/ m2K).
Number of replaced windows: 24
Area: 35.55 m2
3.3. Replacement of the 
windows (in the cellar).
Replacement of the cellar windows with new, reinforced 
glass windows. Heat transfer coefficient for the windows U 
≤ 1.3 (W/ m2K).
Number of replaced windows: 20
Area: 13.2 m2
3.4. Replacement of the external 
doors
Replacement of the external doors with new hermetic 
ones. Heat transfer coefficient U ≤ 1.6 (W/m2K).
Number of replaced doors: 13
Area: 34.58 m2
4. Cleaning of the ventilation 
and recuperation systems
Cleaning and disinfection of the ventilation ducts, 
ventilation pipes raised higher.
Number of apartments: 45
5. Modernisation of the heating system (including water heating)
5.1. Installation of balancing 
valves on the racks
Installation of automatic balancing valves and isolation 
valves with the draining function on the heating racks. 
Mounting of the devices on the balancing valves for 
temperature control in the reversible racks.
Installation of a hot water supply system with thermal 
circulation valves, equipped with a disinfection module and 
a thermometer for temperature balancing in all the racks.
Replacement of the hot water distribution valves with new 
ball-type ones.
Number of balancing valves: 38
5.2. Insulation of the pipes Insulation of the heating system trunk pipelines by wool 
shells with foil.
Length of insulated heating pipes: 
363.29 m
Length of insulated hot water 
supply pipes: 413.05 m
5.3. Replacement of the heating 
devices and pipelines
Replacement of the existing heating system with a two-
pipe system; replacement of the pipelines and radiators.
Number of replaced devices: 151
Length of new pipeline: 2,230.06 m
5.4. Installation of sensors and 
devices for individual heat 
accounting
Mounting of high-capacity two-way thermostatic valves 
in the apartments, close to the radiators. Factory-limited 
temperature range: from 16 °C.
Installation of devices for heat accounting and fee 
charging, software for remote data reading.
Number of thermostatic valves: 
151
Number of sensors: 151
End of Table 10
Table 11. Predicted energy savings after refurbishment for Alternative 1
Indicators Units of measurement
Amount
Current situation Prospective
Building energy performance class Class D C
Computational home heating energy consumption for space 
heating, including by energy-saving measures:
kWh/m2/year 190.73 67.22
– Heat loss through the walls of the building 70.65 10.89
– Heat loss through the roof of the building 22.29 4.20
– Heat loss through the building’s ceilings above unheated 
basements and cellars
8.51 8.51
– Heat loss through the walls bordering the ground 0.00 0.00
– Heat loss through the windows of the building 32.22 27.13
– Heat loss through the building’s thermal bridges 32.38 12.76
– The energy consumption of the building ventilation 24.04 24.04
Computational thermal energy cost savings compared to the 
current situation data*
percentage – 64.76
GHG (CO2 eq.) reduction tons/year – 77.83
Note: * – Calculated savings are counted on the basis of regulation STR 2.01.09: 2012 “Energy performance of buildings. The energy 
performance certification” and from real may vary by about 25%
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Conclusions
The selection of buildings for refurbishment is a multi-
objective problem and it should be based on integrated 
assessment of the current performance of the buildings. 
Any detailed assessment of the performance of old build-
ings must consider technical and functional obsolescence 
criteria. It follows, therefore, that building performance 
assessment requires a multidisciplinary and multi-criteria 
approach.
The methodology for the assessment of apartment 
building performance proposed by the authors is based 
on COPRAS, a multiple criteria method, and consists of 
eight interrelated stages. This methodology enables an in-
tegrated assessment of apartment building performance, 
the selection of the worst performing buildings and ap-
propriate measures for their refurbishment, and an assess-
ment of potential results.
A case study in Šiauliai district, Lithuania, illustrated 
the proposed methodology in use, with five apartment 
buildings as alternatives. The results of the multiple cri-
teria assessment suggest that the best performing is Al-
ternative 2 (L. Ivinskio st. 7, Kuršėnai), while Alternative 
5 (Jaunimo st. 4, Kuršėnai) and Alternative 1 (Daugėlių 
st. 65, Kuršėnai) are the worst performing. Sensitivity 
analysis according to uniform and normal distributions’ 
laws revealed that assessments were accurate enough for 
further applications. Refurbishment measures were pro-
posed for the worst performing buildings, and potential 
outcomes estimated. In general, energy consumption of 
these buildings can be reduced by more than 60% and 
GHG emissions by more than 50%.
For more accurate results, the proposed model could 
be extended by including more MCDA methods as the 
other MCDA methods may be equally good depending 
on specific application. The sensitivity analysis of the at-
tribute significances also could be included. Moreover, the 
calculations of GHG emissions could include the assess-
ment of the “embodied energy” and the related embodied 
“environmental impact” of the new/added components 
(e.g. new windows, external insulation) and the required 
GHG-emissions from manufacturing. These are seen as 
the main limitations of this research and challenging top-
ics for future research to be performed by the authors.
Table 12. Reduction of greenhouse gas (GHG) emissions (CO2 eq.) for Alternative 1*
The annual thermal energy consumption MWh/year (A) 334.03
Emission factor value t CO2 eq./MWh (B) 0.233
The annual reduction of GHG emissions t CO2 eq. /year (C) = (A) x (B) 77.83
Project assessment period years (D) 25.00
Total reduction of GHG emissions t CO2 eq. (E) = (C) x (D) 1945.72
Note: * – The calculations follow the Greenhouse Gas Emissions Reduction Assessment Methodology under the Climate Change Special Programme 
(2014). When the heat is supplied centrally, the emission factor value equals 0.233 tonnes CO2eqv/MWh. According to the methodology, the “embodied 
energy” and related embodied “environmental impact” of the new/added components (e.g. new windows, external insulation) and the required GHG-
emissions from manufacturing are not estimated due to the lack of data.
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